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GENERAL NOTES:
I/P 1. FOR DRAFTING STANDARDS GUIDELINES AND SYMBOLS FOR FLOW
DIAGRAMS, REFER TO THE LANL DRAFTING MANUAL, AND MOQOT,
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, 1 M—0002.
| 2. EXAMPLE DRAWING TO ILLUSTRATE A TYPICAL PROCESS FLOW OR PIPING
| & INSTRUMENT DIAGRAM AND SHOULD NOT BE CONSTRUED TO BE A
| FUNCTIONAL SYSTEM.
M—6041 10"-CU-TWR 3. FOR DRAWING TITLE BLOCK CONTENTS REFER TO THE DRAFTING MANUAL
A7 SECTION 202.10.
3/478 4. THE SHEET NUMBER IN THE TITLE BLOCK IS A REFERENCE NUMBER FOR
THIS MANUAL DRAWING EXAMPLE.
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